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DEMOLITION NOTES:

1. DEMOLITION DRAWING IS DIAGRAMMATIC IN NATURE; NO ATTEMPT
HAS BEEN MADE TO SHOW ALL EXISTING ELECTRICAL WORK. IN
AREAS INDICATED TO BE RENOVATED, REMOVE ALL EXISTING
ELECTRICAL WORK UNLESS OTHERWISE NOTED. WHEN AN ITEM IS

1 INDICATED TO BE REMOVED, REMOVE ALL ASSOCIATED ELECTRICAL 1

: WORK BACK TO POINT OF SOURCE.

2. WHERE WORK PASSES THROUGH THE RENOVATION AREA TO SERVE OTHER
PORTIONS OF THE BUILDING, OR WORK IN THE RENOVATION AREA INDICATED
TO REMAIN, IT SHALL BE SUITABLY RELOCATED AND THE SYSTEMS RESTORED
TO NORMAL. COORDINATE ANY OUTAGES WITH OWNER 7 DAYS IN ADVANCE.

3. WORK INDICATED TO REMAIN SHALL BE SUITABLY PROTECTED AGAINST <
DAMAGE.

4. DISPOSE OF ALL PCB CONTAINING FLUORESCENT AND HID BALLASTS
IN ACCORDANCE WITH EPA, DOT, STATE AND LOCAL REGULATIONS.
(IF THE PCB CONTENT IS NOT STATED ON THE BALLAST LABEL, THE
BALLAST SHALL BE HANDLED AS A PCB BALLAST.)

l\l
9 CAREFULLY REMOVE BALLASTS FROM FIXTURES THAT HAVE BEEN 9
DISCONNECTED FROM POWER SOURCE.
CUT ELECTRICAL WIRING TO BALLAST AS CLOSE TO BALLAST AS POSSIBLE.
HEPA VACUUM AND WET WIPE BALLASTS,
= PACKAGE IN US DOT APPROVED TYPE 17C OR TYPE 17H BARRELS.
- FILL BARRELS TO 2/3 CAPACITY ONLY WITH BALLASTS.
GEKaERRT - BIOLOGY INSTALL GASKET ON LID, APPLY LOCK RING, AND SEAL.
[312]— B " BALANCE — = - = Bid]— . . APPLY EPA-APPROVED PCB LABELS TO THE BARRELS, INCLUDING THE
T = , : 10} i} il —{C) (] {0 ; ALk [ L. DATE INDICATING WHEN WASTE WAS FIRST ADDED TO BARREL.
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L e CH 1 ' 3 ' | —— PLACE THE BARRELS IN PROPER STORAGE. DO NOT PLACE BARRELS &
~ E/ OUTSIDE EXPOSED TO WEATHER. PROVIDE APPROVED PCB—ABSORBENT
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o J ;] dl PREP - APPROVED PCB CONTRACTOR.
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4 o J L /ﬁ ;] VJ 1 =] ™ > ACCORDANCE WITH EPA, DOT, STATE AND LOCAL REGULATIONS. &
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. SECOND FLOOR PLAN — LIGHTING — DEMOLITION e i
6 e e e —— | & 6 g § =
SCALE: 1/8" = 1'-0 Vv INVIED.
~ ' (1) CLEAN AND RELAMP ALL EXTERIOR LIGHTING FIXTURES THAT R i
WILL REMAIN. CIRCUITS SUPPLYING EXTERIOR FIXTURES SHOULD g 2 :
ORIGINATE FROM PANEL OL LOCATED IN THE UPPER MECHANICAL Sa: & b oo g
ROOM IN THE TUNNEL. »5; §g§ & jéig
(2) DISCONNECT AND REMOVE EXISTING LECTURE HALL LIGHTING CONTROL PANEL. Qg’ig gﬁgg § Big
> (3) EXISTING SQUARE D" LOAD CENTER TO REMAIN. < "’g g %g;;}g géﬁ ¢
= ;g'j
CIRCUIT SUPPLYING THIS FIXTURE SHOULD ORIGINATE IN PANEL EX % aﬁgg. é*fz.gé z5-84
LOCATED IN THE UPPER MECHANICAL ROOM IN THE TUNNEL. :
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